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'EXECUTIVE SUMMARY

A Pre-Demolition Survey was performed to enable compliant disposition and waste
management of the east side of the Building 771 Administration Area (referred to herein
as"Area AA East). Because this area will be demolished, the characterization was
performed in accordance with the Pre-Demolition Survey Plan (MAN-127-PDSP).
Building surfaces characterized as part of this PDS include the interior surfaces of Area
AA East. ' '

The PDS encompassed both chemical and radiological characterization. The
characterization was built upon physical, chemical and radiological hazards identified in
the facility-specific B771 and B774 Hazards Characterization Report for the 771 Closure
Project. : ‘ o :

Based upon the results of this PDSR, Area AA East meets the unrestricted release limits
specified in the sité Pre-Demolition Survey Plan. This structure can be demolished and
the waste managed as PCB Bulk Product waste or as sanitary waste, and the concrete can
be used for backfill on-site per the RFCA RSOP for Recycling Concrete.
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1 INTRODUCTION

A Pre-Demolition Survey was performed to enable compliant disposition and waste
management of the east side of the Building 771 Administration Area (referred to herein
as Area AA East). Because this Type 3 building will be demolished, the characterization
was performed in accordance with the Pre-Demolition Survey Plan (MAN-127-PDSP).

~ The results of this survey shall demonstrate that Area AA East meets the unrestricted

release limits specified in the site Pre-Demolition Survey Plan. Building surfaces
characterized as part of this PDS include interior surfaces of Area AA East.

As part of the Rocky Flats Environmental Technology Site (RFETS) Closure Project,
numerous facilities will be removed. Among these is Area AA. This facility no longer
supports the RFETS mission and will be removed to reduce Site infrastructure, risks
and/or operating costs.

-Before this Type 3 facility can be demolished, the Data Quality Objectives (DQOs) fora -

Pre-Demolition Survey (PDS) must be satisfied; this document presents the PDS results
for Area AA East. The PDS was conducted pursuant to the Decontamination and ‘
Decommissioning Characterization Protocol (MAN-077-DDCP) and the Pre-Demolition
Survey Plan for D&D Facilities (MAN-127-PDSP). The PDS is built upon physical,
chemical and radiological hazards identified in the facility-specific B77/ and B774
Hazards Characterization Report for the 771 Closure Project, dated June 12, 2001,
Revision 0.

1.1 PURPOSE

The'purpose of this report is to communicate and document the results of Area AA East.
A PDS is performed prior to building demolition to define the pre-demolition radiological
and chemical conditions of a facility. The pre-demolition conditions are compared with
the release limits for radiological and non-radiological contaminants. PDS results will
enable project personnel to make final disposition decisions, develop related worker
health and safety controls, and estimate waste volumes by waste types.

12 SCOPE

This report presents the pre-demolition radiological and chcmical conditions of the Area
AA East surfaces that will be free-released and disposed of as sanitary waste or used as
backfill per the requirements of the RFETS, RFCA RSOP for Recycling Concrete.

13 DATA QUALITY OBJECTIVES

The Data Quality Objectives (DQOs) used in designing this PDS meet the minimum
requirements specified in Section 2.0 of the Pre-Demolition Survey Plan for D&D
Facilities (MAN-127-PDSP). Refer to section 2.0 of MAN-127-PDSP for these DQOs.

131  The Problem

The problem involves determining whether or not the survey unit is suitable for
unrestricted release in accordance with this plan.
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1.3.2 The Decision

The decision is verification that objectives specified in the decommissioning decision
document have been met (e.g., certain materials meet unrestricted release criteria for

_ radnologxcal and non-radxologxcal constxtuents)

133 Inj)uts to the Decision

Inputs to the decision include the magnitude and location of data from preceding
characterizations, including RLC and In-Process Characterization (IPC), PDS results,
decision document action levels, and unrestricted release criteria.

134 Decision Boundaries

The decision boundaries are the spatial confines of the facility, including rooms and sets
of rooms, in two and three dimensions. Interior and exterior surfaces are included,
including those below grade. Boundaries may be ﬁlrther defined in RFCA dec1sxon

-documents.
1.3:5 Decision Rules
The following are decision rules to be used during PDS:
1.3.5.1 ~ Radionuclides

If all radiological survey and scan measurements (and sample measuremehts, where
sample activity is translated to surface activity as described in Section 7.2.3 of the Pre-
Demolition Survey Plan for D&D Facilities (MAN-127-PDSP)), are below the surface

* contamination guidelines specified in the Site PDSP, then the related areas and/or volume

are considered not radiologically contaminated. The media sample result is calculated by
convertmg volumetric activity (typically reported in pCi/g) to surface activity (dpm/100
cm?).” The volumetric result (pCi/g) is multiplied by the wei ght of the sample (grams)
and by 2.22 (conversnon from pCl to dpm).

If any radiological survey or scan measurement exceeds the surface contamination
guidelines provided in the Pre-Demolition Survey Plan for D&D Facilities (MAN-127-
PDSP), the related survey unit must be evaluated per the statistical tests described in
section 7.0, Data Analysis and Quality Assessment, of this plan. If any radiological
sample measurement (or disposal unit volume) exceeds 100 nanocuries per gram of
transuranic material, the related volume of material is considered transuranic (TRU)
waste.

1.3.5.2 | Hazardbus Waste

If decommissioning waste is mixed with or contains a listed hazardous waste, or if the
waste exhibits a characteristic of a hazardous waste, then the waste is considered RCRA-
regulated hazardous waste in accordance with 6 CCR 1007-3, Parts 261 and 268.
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1.3.5. 3 | Hazardous Substances

If matenal contains a listed hazardous substance above a decision document action level
(e.g., RFCA) and/or the CERCLA reportable quantity (40 CER 302.4), the material is'
subject to CERCLA regulation (i.e., remediation and/or notification requirements).

1.3.54 Berylllum

If surface concentrations of berylllum are equal to or greater than 0.2 pg/100: cm?, the
material is considered beryllium contaminated per 10 CFR 850.

1.3.5.5 PCBs- :

If material contains PCBs, in a non-liquid state, from the manufacturing process at
concentrations 250 ppm, the material is considered PCB bulk product waste and subject
to the requxrements of 40 CFR 761.

If PCB contamination from a past spill/release is suspected, or if a PCB spill is
discovered that has not been cleaned up, the associated material is considered PCB
Remediation Waste and subject to the requirements of 40 CFR 761. PCB remediation
waste includes: materials disposed of prior to April 18, 1978, that are currently at
concentrations 250 ppm PCBs, regardless of the concentration of the original spill;
materials which are currently at any volume or concentration where the original source
was 2500 ppm PCBs beginning on April 18, 1978, or 250 ppm PCBs beginning on July
2, 1979; and materials which are currently at any concentration if the PCBs are spilled or

released from a source not authorized for use under 40 CFR 761.

If a waste or item contains PCBs in regulated concentrations, the waste or item is
classified as PCB-regulated material and subject to the requirements of 40 CFR 761.

1.3.5.6 Asbestos

If any-one sample of a sample set representing a homogeneous medium results in a
positive detection (i.e., >1% by volume), then material is considered ACM (40 CFR 763
and 5 CCR 1001-10).

1.3.6 Tolerable Limits on Decision Error

Acceptable false negative (a) errors for calculating the number of samples genera]ly

- range from 1% to 10%. The default value specified by the Site PDSP is 5%, which was

assumed for the survey design in this report

1.3.7 Optimization of Plan Design

Statistically based radiological surveying and sampling will be conducted per the
guidance in Appendix B of the RFETS Pre-Demolition Survey Plan for D&D Facilities
(MAN-127-PDSP). Refer to Section 4.0 of the PDSP for direction of characterization of
non-radiological, chemical constituents. For this report, the minimum number of
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measurement locations is fifteen per survey unit, as ca]culated based on the guidance in
MAN-127-PDSP. The DCGLy is 100 dpm/ 100 cm? for TSA and media
measurements/samples, and 20 dpm/100 cm? for RSA measuremeénts. The LBGR was
adjusted to obtain a relative shift of two. The estimated standard deviation for each
measurement type was calculated based on an assumed coefficient of variation of 30%.

The scan requirements for specific survey unit classifications are as follows:
Cléss 1: 100% of accessible surfaces
Class 2: 10-100% floors/lower walls

10-50% upper walls/ceilings

No Class 3 survey units are included in the scope of this report.

2 HISTORICAL SITE ASSESSMENT

A facility-specific Hazards Characterization Report was conducted to understand the
facility history and related hazards. The Building 771 Hazards Characterization was
performed in June 2001 (Refer B771 and B774 Hazards Characterization Report for the
771 Closure Project, dated June 12, 2001, Revision 0). Area AA East is considered a
Type 3 facility based on its proximity to Building 771.

The area included in the scope of this PDSR is referred to herein Area AA East. This
area was part of an addition to the original Building 771 that was constructed in 1966.
This area was initially referred to as the 771B addition, but is commonly referred to as -
the Administration Area of Building 771. The east side of this area, which is included in
the scope of this report, is also referred to as the Corridor F “Cold Office Area”, and
includes all of Corridor F, the north section of Corridor A, Room 101, Offices 103, 104,
105, 105A, 105B, 107, and 109, and the cafeteria area (Rooms 110, 110A, and 110B).

Based on the characterization results, no radiological contamination was identified in the
former office area of Area AA East (survey unit 771033). The media sample results
collected during characterization efforts did not indicated radiological contamination in
excess of the unrestricted release limits in or under the paint.

A release of contamination did occur in the former cafeteria area (Room 110) when a ;
plutonium source was dropped, resulting in the release of low-levels of contamination on ' !
the floor of Room 110 (survey unit 771108). The floor tile was removed and

~ contamination remediated following the incident. In addition, this area most recently was

used to house the water treatment system used to process hydrolazing water generated
from the Building 771 decontamination efforts. Because of leaks from the system, the
area was posted and controlled as a Contamination Area and Airborne Radioactivity
Area. '

Based on the historical processes and characterization surveys discussed above, Area AA
East consists of one Class 2 survey unit (771033) and one Class 1 survey unit (771 108)
based the contamination potential, per Secnon 3.0 of the PDSP.




Pre-Demolition Survey Report, Building 771 Administration Building (East) Revision 0, 09/29/04
Rocky Flats Environmental Technology Site Page 5 of 10

The hazards charactenzation results and historical review (refer to Attachment F) were.
used to identify PDS data gaps and needs, and to develop radiological and chemical PDS
characterization packages. Characterization documentation is located in the Building 771
Charactenzatlon Project fi f les.

3 . RADIOLOGICAL CHARACTERIZATION AND HAZARDS

Area AA East was characterized for radiological hazards per the PDSP. Radiological
characterization was performed to define the nature and extent of radioactive materials
that may be present on the facility surfaces. Measurements were performed to evaluate
the contaminants of concern (weapons-grade plutonium isotopes). Based upon a review
of the characterization data, historical and process knowledge, in-process survey data,
building walk-downs, and the Site Pre-Demolition Survey Plan (MAN-127-PDSP), a
Radiological Characterization Plan was developed during the planning phase that
describes the minimum survey requirements (refer to survey packages 771033 and
771108). A Survey Unit Overview Map is presented in Attachment A. Based on hazard
characterization data and historical and process knowledge, transuranic isotopes are the
primary contaminants of concem in Buildings 771/774. Therefore, the PDS was
performed to the transuranic PDS unrestricted release criteria. Individual radiological
survey unit packages are maintained in the Building 771 Characterization Project files.

The Area AA East survey unit packages were developed in accordance with Radiological
Safety Practices (RSP) 16.01, Radiological Survey/Sampling Package Design,
Preparation, Control, Implementation and Closure. Total surface activity (TSA) and
removable surface activity (RSA) measurements were collected in accordance with RSP
16.02 Radiological Surveys of Surfaces and Structures. Radiological survey data were
verified, validated and evaluated in accordance with RSP 16.04, Radiological
Survey/Sample Data Analysis. Quality control measures were implemented relative to

“the survey process in accordance with RSP 16.05, Radiological Survey/Sample Quahty

Control.

Per the reference procedurés, the required number of measurement locations is fifteen
(15) per 1000 square-meters of floor area for Class 2 survey units and fifteen (15) per 100

. square-meters of floor area for Class 1 survey units. Scans were required on 100% of

floors/lower walls and 10% of upper wall/ceiling surfaces for the Class 2 survey unit, and
on 100% of accessible surfaces for the Class 1 survey unit.

Radiological survey data, statistical analysis results, Suﬁey'locations and radiological
scan maps are presented in Attachments B and C, Radiological Data Summary and
Survey Maps.

Area AA East Offices — (Survey Unit 771033)

The former office area of Area AA East is a Class 2 survey unit, due to the low potential
for contamination based on process history and characterization data. This area includes
all of Corndor F, the north section of Corridor A, Room 101, and Offices 103, 104, 105,

 105A, 105B, 107, and 109.
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The corrugated sheet inetal walls located on the west side of this survey unit were-
removed and disposed of as radloactwe waste. Therefore, they are not included in the
scope of this report.

A total of 15 random TSA and RSA measurements were collected. Fifteen (15) media
samples were collected during characterization efforts and all results were less than the
100 dpm/100 cm? (refer to Attachment G, Media Sample Characterization Data).
Therefore, no additional media samples were required during PDS efforts.

Surface scans of 245 m? of floors/lower walls (79% of surfaces) were performed.

All scans and surveys in survey unit 771033 were less than the applicable PDS

-~ transuranic DCGL values. Radiclogical survey data, statistical analysis results, sur\'/ey

locations, and radiological scan maps for survey unit 771033 are presented in Attachment
B, Survey Unit 771033 Radiological Data Summary and Survey Map.

Area AA‘East Cafeteria — (Survey Unit 771108)

The former cafeteria area of Area AA East is a Class 1 survey unit, due to the high
potential for contamination based on process history and characterization data. This area
includes Rooms 110, 110A, and 110B.

The corrugated sheet metal walls located on the north and east side of this survey unit
were removed and disposed of as radioactive waste. Therefore, they are not included in
the scope of this report.

A total of 37 random TSA and RSA measurements were collected. Surface scans of 343
m?” (100% of surfaces) were performed.

All scans and surveys in survey unit 771108 were less than the applicable PDS
transuranic DCGL values. Radiological survey data, statistical analysis results, survey
locations, and radiological scan maps for survey unit 771108 are presented in Attachment
C, Survey Unit 771108 Radxologzcal Data Summary and Survey Map.

4 CHEMICAL CHARACTERIZATION AND HAZARDS

Based on a thorough review of historical and process knowledge, visual inspections, and
personnel interviews, no additional chemical hazard sampling requirements were
identified.

4.1 Asbestos

Asbestos containing building material'is not present in or on  Area AA East (previously
removed).
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4.2 Beryllium (Be)

Area AA East is not and has never been a beryllium-controlled area. Per the Beryllium
Sampling Decision Tree in the PDSP, seven (7) biased beryllium smear samples were
collected in Area AA East, in accordance with the PDSP and the Beryllium
Characterization Procedure, PRO-536-BCPR, Revision 0, September 9, 1999.

All beryllmm smear sample results were less than the investigative limit of 0.1
1g/100cm?®. PDS beryllium laboratory sample data and location maps are contained i in
Attachment C, Chemical Data Summaries and Sample Maps.

43 RCRA/CERCLA Constituents [including metals and volatile organic
compounds (YOCs)]

Based upon the B771 and B774 Hazards C'haracterzzatwn Report 771 Closure Project,
Revision 0, dated June 12, 2001, personnel interviews, facility walk-downs, and historical
process knowledge (WSRIC/WEMS), Area AA did not contain hazardous waste storage
units. A visual inspection of the building by 771/774 Industrial Hygiene personnel
verified the absence of hazardous waste residuals and/or stains on the floor/concrete slab,
walls, or ceiling. As a result of these observances, it has been determined that no
sampling for RCRA/CERCLA constituents is required. The concrete generated from the
demolition of the areas included in the scope of this report can be used for onsite
recycling in accordance with the Concrete Recycling RSOP.

4.4 . Polychlorinated Biphenyls (PCBs)

Based on historical knowledge, personnel interviews, and 771/774 Environmental

. Compliance Personnel walk-downs, Area AA never used/transferred free

flowing/exposed PCB’s. At one time the facility may have used PCB ballasts in its
fluorescent light fixtures, however, all of these have been removed, and compliantly.
disposed of, resulting in no impact on demolition activities in this area.

Per the B771 and B774 Hazards Characterization Report for the 771 Closure Project,
PCBs are present in some applied paints (i.¢., on several walls and floors within the B771
and B774 Contamination Areas). Because additional paint sampling was not performed
in Area AA, and because painted surfaces remain in the area (cinderblock and concrete
walls), any painted debris generated during demolition that is not recycled on-site will be
disposed of a PCB bulk product waste.

5 PHYSICAL HAZARDS

Physical hazards associated with Aréa AA are common to standard industrial
environments, and include hazards associated with utilities. There are no other unique
hazards associated with the facility. The facility has been relatively well maintained and
is in good physical condmon therefore, does not present hazards associated with building
deterioration.
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Physiéal hazards are controlled by the Site Occupatiorial Safety and Industrial Hygiene
Program, which is based on OSHA regulations, DOE orders, and standard industry
practices.

6 DATA QUALITY ASSESSMENT

Data used in making management decisions for decommissioning of Area AA East and
consequent waste management is of adequate quality to support the decisions
documented in this report. The data presented in this report (Attachments B, C, and D) .
were verified and validated relative to MAN-127-PDSP, Pre-Demolition Survey Plan for
D&D Facilities, and original project DQOs.

" In summary, the Verification and Validation (V&YV) process corroborates that the -

following elements of the characterization process are adequate:

the number of samples and surveys;

the ¢ypes of samples and surveys;

the sampling/survey process as implemented “in the field”; and

the laboratory analytical process, relative to accuracy and precision considerations.

* & O o

Details of the DQA are presented in Attachment E. The DQA Checklists are provided in
the individual survey unit packages (located in the Building 771 Characterization Files).

The Minimum Detectable Activity (MDA) for each PDS instrument was determined a
priori based on typical parameters (background, efficiency, and count time). A list of
radlologxcal field instrumentation and associated sensitivities is presented in Table 1.

Table 1
PDS Radiological Field Instrumentation and Minimum Detectable Activities
‘Model Measurement Type MDA (dpm/100 cm?)
NE Electra DP6 TSA 438
Eberline SAC-4 RSA (Smears) 10
NE Electra AP6. Scans 300

7 DECOMMISSIONING WASTE TYPES

- The demolition and disposal of Area AA will generate a variety of wastes. Concrete can

be used as backfill onsite in accordance with the RFCA RSOP for Recycling Concrete.

8 FACILITY CLASSIFICATION AND CONCLUSIONS

Based on the analysis of radiological, chemical and physical hazards, Area AA is
classified as an RFCA Type 3 facility pursuant to the RFETS Decommissioning Program
Plan (DPP; K-H, 1999). Based upon the results of this PDSR, Area AA East meets the
unrestricted release limits specified in the site Pre-Demolition Survey Plan and is ready
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for demolition. The PDS for Area AA East was I;erfonned in accordance with the DDCP
and PDSP, all PDSP DQOs were met, and all data satisfied the PDSP DQA criteria.

A facility walkdown and historical review indicates that no RCRA/CERCLA constituents
existin Area AA East (refer to Attachment F, Historical Review). Any painted debris
generated during demolition that is not recycled on-sxte will .be dxsposed of a PCB bulk

. product waste.

Radlologlcal contamination in excess of the PDSP Table 7-1 limits was not detected in
Area AA East. The applicable limits are as follows:

, Table 2
PDSP Table 7-1 Surface Contamination Limits

Radionuclides Total Average Total Maximum Removable
' (dpm/100 cm®) ¥ | (dpm/100 cm?) @ (dpnv100 cm?)
(DCGLw) | (DCGLgmc) (DCGLw) .
Transuranics 100 - 300 20

(1) Measurements of average contamination should not be averaged over an area of more than 1 m’.
(2) The maximum contamination level applies to an area of not more than 100 cm’.

Based upon this PDSR, the Area AA East can be demolished and the waste managed as
sanitary and the concrete can be used for backfill on-site per the RFCA RSOP for

" Recycling Concrete.

Because the Area AA East slab is being used to stage waste containers and demolition
debris generated from Building 771, the slab will be cleaned and a verification survey
‘performed prior to removal. A copy of the verification survey shall be provxded to the
DOE and CDPHE for concurrence.
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Pre-Demolitior. Survey Report, Building 771 Administration Building (East)
Rocky Flats En- ironmental Technology Siie

ATTACHMENT B

Survey Unit 771033 -
Radiological Data Summary and Survey Map
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Survey Area:

Rocky Flats Environmental

&

Survey nit:

N
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Technology Site

Final Radiological Survey Summary Results

EA R AT . PR
R S R

Nbr Random Measurements Required: 15 - Nbr Biased Measurements Required: 0

Nbr QC Required: 2

Nbr Random Measurements Performed: 15 Nbr QC Performed: 2

Nbr Biased Measurements Performed: 0

Alpha

Maximum:
Minimum:

Mean:

Standard Deviation:

QC Maximum:
QC Minimum:
QC Mean:

Transuranic DCGLw:

Transuranic DCGLEwmc:

58.0 dpm/100cm?

-5.6 dpm/100cm?
23.1 dpm/100cm?
175
9.0 dpm/100cm?
9.0 dpm/100cm?
9.0 dpm/100cm?

100.0 dpm/100cm?
300.0 dpm/1 OOCm2

Nbr Random Measurements Required: 15 Nbr Biased Measurements Required: 0

Nbr Random Measurements Performed: 15

Alpha

Maximum:

Nbr Biased Measurements Performed: O

4.2 dpm/100cm?

Minimum: . -0.6 dpm/100cm?
Mean: 0.9 dpm/100cm?
Standard Deviation: 1.7

Transuranic DCGLw:

20.0 dpm/100cm?

Ha Son i wowuits
Nbr Biased Required: 0
Nbr Biased Collected: 0

Nbr_Random Required: 0
Nbr Raridom Collected: 0

Uranium Transuranic
Maximum: NA dpm/100cm? Maximum: 80 dpm/100cm?
Minimum: NA dpm/100cm? Minimum: 0 dpm/100cm?
Mean: 'NA,dpm/100cm2 Mean: 11 dpm/100cm?
Standard Deviation: NA Standard Deviation: 20
Uranium DCGLu: 5,000 dpm/100cm? Transuranic DCGLw: 100 dpm/100cm?
Uranium DCGLenc: 15,000 dpm/100<:mz Transuranic DCGLemc: 300 dpm/100cm?

Conclusion - A comparison of the random, biased and QC measurement resulls aga/nst the PDSP Table 7-1 Surface Contammanon Guideline limits
was conducted, the comparison demonstrates that this survey unit passes the criterion specified in the PDSP.

09/27/04 10:45
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Desgription: oo Aras Taas L

Survay Unit:

R

N
EEA siiats:

CF LR e m e B e 1 re cen

A-Priori MDA

" InstRCT RCT Analysis Instr Instru Probe Calibration  Instru Efficiency (dpm/100cm?) Survey
Number 1D Date Modet SIN Type Due Dt Alpha Beta Alpha Beta Type
3 511760  07/12/04 Electra 1262 DP-6 11/24/04 0.220 NA 48.0 NA T
4 510482  07/12/04 Electra 1274 DP-6 09/29/04 . 0.229 NA. 48.0 NA. T
5 510482 07/12/04 SAC-4 1491 NA 09/17/04 0.333 NA 10.0 100
6 510482  07/12/04 SAC-4 1354 NA 09/18/04 0.333 NA 10.0 10.0
7 510482  07/12/04 SAC-4 888 NA 12/17/04 0.333 " NA 10.0 10.0

Survey Types: T = Total Surface Activity, Q=TSAQC, S= écan. R = Removable Surface Activity, | = Investigation

Printed On:  09/27/04 10:45
Page: 2 of 4




Survey Unit:

S

Random Measurement Inst/ RCT Net Alpha Net Beta
Location Nbr {dpm/100cm?) (dpm/100cm?) -
771033PRP-N001 5. 0.6 NIA
771033PRP-N002 6 0.0 N/A
771033PRP-N003 7 2.7 NIA
771033PRP-N004 5 0.6 N/A
771033PRP-N005 6 0.0 N/A
~ 771033PRP-N006 7 -0.3 N/A
771033PRP-N00O7 5 0.9 N/A
771033PRP-N008 6 0.0 N/A
771033PRP-N009 7 4.2 N/A
771033PRP-N010 5 2.4 N/A
771033PRP-N011 6 0.0 NA
771033PRP-N012 7 .03 N/A
771033PRP-N013 5 0.9 N/A
771033PRP-NG14 6 0.0 N/A
771033PRP-NO15 7 42 NIA

Comments:

Printed On: 09/27/04 10:45
Page: 3 of 4
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v Area: ~:-£- . Survey Unit: 77 70 S muiding 7 o . . ‘
oo \ : S o - Civer Timeao ey
Random Measurement Inst/RCT Net Alpha Net Beta
Location Nbr (dpm/100cm?) {dpm/100cm?)
771033PRP-NOO1 3 248 N/A
771033PRP-N002 3 21.7 N/A
771033PRP-NOQ3 3 . 276 N/A
771033PRP-N004 3 15.8 N/A
771033QRP-N004 s 9.0 N/A
771033PRP-N00S 3 15.8 N/A
771033QRP-N005 4 9.0 N/A
771033PRP-N006 3 ’ 24.8 N/A
771033PRP-N007 3 0.3 NIA
771033PRP-N008 3 24.8 N/A
771033PRP-N0O09 3 36.7 N/A
771033PRP-N010 3 58.0 ' N/A
771033PRP-NOTT 3 9.4 " NA
771033PRP-N012 3 52.1 N/A
771033PRP-N013 3 6.7 N/A |
771033PRP-N014 3 -5.6 N/A i |
771033PRP-N015 3 . 339 N/A |
Comments:

Printed On: 09/27/04 10:45
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RAbIOLOGICAL CLOSEQUT SURVEY FOR Ttk :: 771 CLUSTER

Survey Area: AA " Survey Unit: 771033 Classification: 2
Building: 771 ’ ’

Survey Unit Description: Rooms 101-109, Corridor F

Total Floor Area: 182 §q.m Total Area: 311sq.m  Grid Size: 4m x dm

BURVEY UNIT 771033 - MAP 1OF 1_|

Rooms 100-109
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Pre-Demolition Survey Ré{)ort,— Building 771 Administration Building (East)
Rocky Flats Environmental Technology Site

ATTACHMENT C

. : _ Survey Unit 771108
| : Radiological Data Summary and Survey Map




Survey Arear ot

PDesorighion. Gren e Iaso Toomras Todeaes g T 0 et s e

Rocky Flats Environmental Technolcgy Site
Final Radiological Survey Summary Resulits

Nbr Random Measurements Required: 37 Nbr Biased Measurements Required: 0 Nbr QC Required: 3

Nbr Random Measurements Performed: 37 Nbr Biased Measurements Performed: 0 Nbr QC Performed: 3

‘Alpha A
Maximum: 90.0 dpm/100cm?
Minimum: 1.1 dpm/100cm?
Mean: 42.4 dpm/100cm?
Standard Deviation: 226 '

QC Maximum: 96.3 dpm/100cm?
QC Minimum: 33.2 dpm/100cm?
- QC Mean: 60.0 dpm/100cm?

*  Transuranic DCGLu: 100.0 dpm/100cm?

Transuranic DCGLemMc: 300.0 dpm/100cm?

RENE L BIIA D L BT e e T
Nbr Random Measurements Required: 37 Nbr Biased Measurements Required: 0

Nbr Random Measurements Performed: 37 Nbr B:nased Measurements Performed: 0

Alpha
‘Maximum: 9.0 dpm/100cm?
/ Minimum: -0.3 dpm/100cm?
" Mean: 2.7 dpm/100cm?
Standard Deviation: 28
Transuranic DCGLw: 20.0 dpm/100cm?

7

Media Sample Rasults
Nbr Random Required: 0 Nbr Biased Required: 0
Nbr Random Collected: 0 Nbr Biased Collected: 0

Uranium - Transuranic
Maximum: NA dpm/100cm? Maximum: 80 dpm/100cm?
Minimum: NA dpm/100cm? Minimum: 0 dpm/100cm?
Mean: NA dpm/100cm? Mean: 11 dpm/100cm?
Standard Deviation: - NA Standard Deviation: 20
Uranium DCGLu: 5,000 dpm/100cm? Transuranic DCGLw: 100 dpm/100cm?
Uranium DCGLEwmc: 15,000 dpm/100cm? Transuranic DCGLEewmc: 300 dpml100cm’

Conclusion - A comparison of the random, biased and QC measurement results against the POSP Table 7-1 Surface Contamination Guideline limits
was conducted; the comparison demonsitrates that this survey unit passes the criterion specified in the PDSP.

70
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Survey dArea: 4= - Survey Urit

. A-Priori MDA
InsURCT RCT Analysis Instr Instru Probe Calibration  Instru Efficiency (dpm/100cm?) Survey
Number o - -Date Model SIN Type Due Dt Alpha Beta Alpha  Beta Type
1 511760  07/13/04 Electra 2385 bP-s 12/01/04 0.225 NA 46.0 NA TiQ
2 510482  07/13/04 Electra 1375 DP-6 09/05/04 0.222 NA 48.0 NA TIQ
3 511760 07/13/04 SAC-4 1178 NA ~ 08/17/04 0.333 NA 10.0 10.0
4 511760  07/13/04 SAC-4 1410 NA 10/13/04 0.333 NA 100 10.0
5 511760 07/13/04 SAC-4 1491 NA 09/17/04 0.333 NA 10.0 10.0
" 510482  07/14/04 Electra 1274 OP-6 09/29/04 0.22§ NA 48.0 NA T
12 510482  07/1 4/04A SAC-4 888 NA © o 12/17/04 0.333 NA 10.0 10.0 R
13 703970  08/19/04 Electra 1551 bP-6 12/21/04 - 0.224 NA 48.0 NA t
14 703970 08/19/04 SAC-4 1354 NA 09/18/04 0.333 NA 10.0 10.0 R

Survey Types: T = Total Surface Activity, Q=TSAQC, S=Scan, R= Rémovable Surface Activity, | = Investigation

Printed On: 09/27/04 10:58
Page: 2 of 6




Survey Unit: 77

Random Measurement Inst/RCT Net Alpha Net Beta
Location Nbr (dpm/100cm?) (dpm/100cm?)
771108PRP-N0O01 3 15 N/A
771108PRP-N002 14 8.1 . . N/A
771108PRP-N003 5 30 N/A
771108PRP-N004 12 24 N/A
771108PRP-N00S 4 12 N/A
771108PRP-N0OOG 5 0.0 N/A
771108PRP-N0O7 3 30 N/A
771108PRP-N008 4 87 N/A
771108PRP-N009 5 3.0 N/A
771108PRP-N010 3 75 N/A
771108PRP-NO11 4 27 N/A
771108PRP-N012 5 0.0 N/A
771108PRP-N013 3 0.0 N/A
771108PRP-N014 4 0.3 N/A
771108PRP-NO15 5 45 NIA
771108PRP-N016 3 15 N/A
771108PRP-N017 4 1.2 N/A
771108PRP-N018 5 0.0 N/A
771108PRP-N0O19 3 15 N/A
771108PRP-N020 4 1.2 N/A
771108PRP-N021 5 75 NIA
771108PRP-N022 3 75 N/A
771108PRP-N023 4 1.2 N/A
771108PRP-N024 5 3.0 N/A
771103>RP-N025 3 15 N/A
771108PRP-N026. 4 27 N/A
771108PRP-N027 5 45 N/A
771108PRP-N028 3 45 N/A
771108PRP-N029 4 0.3 N/A

A
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Survey Ayea:r =- Survey Unit 77 Tn . 2uitging.

i Doremene Taisege s me s T o togag Dozt [T =

Descripticrns 3rap Wb

Ramdor < ooreaynnks o R &
Random Measurement Inst/ RCT Net Alpha Net Beta .

Location " Nbr {(dpm/100cm?) {dpm/100cm?) -
771108PRP-N030 5 0.0 N/A
1 771108PRP-N031 3 15  NA
771108PRP-N032 T4 _ 1.2 N/A
771108PRP-N033 5 9.0 ' N/A
771108PRP-N034 3 15  NA
771108PRP-N035 4 42 N/A
771108PRP-N036 5 0.0 N/A
771108PRP-N037 3 0.0 N/A

Comments: Points #2 and #4 re-surveyed after decontamination of TSA points

Printed On: 09/27/04 10:58
Page: 4 of 6

2




Desc

Survey Araa:

Fipticy,  Sres L8 T S

Survey Unit:

LoTerp Lortnre AL IR T
Random Measurement Inst/ RCT Net Alpha Net 3eta

Location Nbr {dpm/100cm?) (dpm/100cm?)
771108PRP-N0O01 * 1 90.0 N/A
771108SRP-N002 13 63.1 N/A
771108PRP-N003 1 246 N/A
771108PRP-N004 1 575 N/A
771108SRP-N005 1 67.7 N/A
771108PRP-N006 1T 246 N/A
771108PRP-N0OT 1 18.9 N/A
771108PRP-N008 2 67.4 N/A
771108PRP-N009 2 70.1 N/A
771108PRP-N010 1 57.5 NIA
771108PRP-NO11 2 58.4 N/A
771108PRP-N012 2 31.4 N/A
771108PRP-NO13 2 224 NIA
771108PRP-N014 2. 43.1 N/A
771108PRP-N015 1 22.0 N/A
771108PRP-N016 2 31.4 N/A
771108PRP-NO17 1 24.6 N/A
771108PRP-N018 2 4.4 N/A
771108PRP-NO19 1 1.1 N/A
771108PRP-N020 2 49.4 N/A
771108SRP-N021 11 67.0 NA -
771108PRP-N022 2 76.4 N/A
771108QRP-N023 1 50.4 N/A
771108PRP-N023 2 521 N/A
771108PRP-N024 1 39.8 N/A
771108PRP-N025 2 74 N/A
771108PRP-N026 2 40.4 N/A

"0
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Survey Area. =i ) Survey Unit: ™7 218 Quitding
1 Sescription:  Zres il Taa Forove Tawteizez ar T¥loe Sywar Tt o S R Ere I
wanger 00 Toin? Bu-fooe Aciivitv Date Eraet
Random Measurement Inst/RCT Net Alpha ] Net Beta
Location - Nbr {(dpm/100cm?) (dpm/100cm?) .
771108QRP-N027 2 96.3 N/A
771108SRP-N027 11 62.1 A N/A
771108PRP-N028 | 2 ‘ 34.1 N/A
771 108PRP-N(_)29 1 5_4.4 N/A
771108PRP-N0O30 2 10.2 ) N/A
771108PRP-NO31 1 ) 15.8 | N/A
771108SRP-N032 11 ‘ 73.2 N/A
771108PRP-N033 1 486 ONA
771108PRP-N034 -2 ‘ 52.1 N/A
7 108PRP-N035 1 54.4 N/A
771108PRP-N036 1 27.8 N/A
771108QRP-N036 2 33.2 N/A
771108PRP-N037 2 25.1 N/A

Comments: Point #4 re-surveyed after area decontaminated.

Printed On:  09/27/04 10:58
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RADIOLOGICAL CLOSEQUT SURVEY FOR THE 771 CLUSTT
Survey Area: AA Survey Unit: 771108 Classification: 1
Building: 771
Survey Unit Description: Rooms 110, 110A, 110B

Total Floor Area: 246 sq. m Total Area: 343 sd. m  Grid Size: 3mx 3m

BURVEY UNIT 771108 - MAP 1 OF 1_|
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Pre-Demolition Survey Report, Building 771 Administration Building (East)
Rocky Flats Environmental Technology Site

ATTACHMENT D

Chemical Data Summaries and Sample Maps
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BERYLL!UM CHARACTERIZATION SURVEY FOR THE 771 CLUSTER
Survey Area: AA East Survey Unit: NA Classification: NA -
Building: 771
Survey Unit Description: Rooms 103-110, Corridor F

Total Floor Area: 4326 sgq. ft. Total Area: NA  Grid Size: NA

[SURVEY AREA AA East- MAP 1 OF 1 }

i
Room 105
™
- Room $10
Fioos
&)
|
&
B —
Room 110A
o |
1 A
Sample bcation Sample Number Sample Resul
'Oﬁuvu 14 T71-06-17-2004-76-108 thry 114 «0.1 up/100 sq. cm

771-06-17-2004-76-1228-1230 Blanks
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Pre-Demolition Survey Report, Building 771 Administration Bu:ldmg (East)
Rocky Flats Environmental Technology Site

ATTACHMENT E

Data Quality Assessment




PDSR, Building B771, Admin. Area ' Revision 0, 09/27/04
Rocky Flats Environmental Technology Site

" DATA QUALITY ASSESSMENT (DQA)

VERIFICATION & VALIDATION OF RESULTS

V&V of the data confirm that appropriate quahty controls are implemented throughout the sampling and analysis process, and that any
substandard controls result in qualification or rejection of the data in question. The required quality. controls and their implementation
are summarized in a tabular, checklist format for each category of data — radiological surveys and chemical analyses (specifically
beryllium).

DQA criteria and results are provided in a tabular format for each suite of surveys or chemical analyses performed,; the radiological '
survey assessment is provided in Table E-1, and beryllium in E-2. A data completeness summary for all results is given in Table E-3.

All relevant Quality records supporting this report are maintained in the B771 Characterization Project Files. This report will be
submitted to the CERCLA Administrative Record for permanent storage within 30 days of approval by the Regulators. All
radiological data are organized into Survey Packages, which correlate to unique Survey Units. Chemical data are organized by RIN
(Report Identification Number) and are traceable to the sample number and corresponding sample location.

Survey designs were implemented based on the transuranic limits used as DCGLSs in the unrestncted release demsmn process. All
survey results were evaluated against, and were less than the Transuranic DCGL,, (100 dpm/ 100cm?).

SUMMARY :
In summary, the data presented in this report have been verified and validated relative to the quality requirements and project
decisions as stated in the original DQOs. All data are useable based on qualifications stated herein and are cons1dered satisfactory

without qualification.

Based upon an independent review of the radiological data, it is determined that the original project DQOs satisfied site PDSP
guidance. All facility contamination levels were below applicable unrestricted release levels, except as noted above. Minimum
survey requirements were met, sampling/survey protocol was performed in accordance with applicable procedures, survey units were
properly designed and bounded, and instrument performance and calibration were within acceptable limits.




PDSR, Building B771, Admiin. Area
Rocky Flats Environmental Technology Site

Revision 0, 09/27/04

Level 2 Isolation Controls have been implemented to prevent the inadvertent introduction of further contamination into the facility.
On this basis, the B771 Admin. Area meets the RLCP and PDSP DQO criteria with the confidences stated herein.

Table E-1 V&V of Radiological Surveys — B771 Admin Area

V&V CRITERIA, RADIOLGICAL SURVEYS

K-H RSP 16.00 Series
MARSSIM (NUREG-1575)

QUALITY REQUIREMENTS : S e AT
Parameters Measure Frequency : . COMMENTS
ACCURACY initial calibrations 80%<x<120 |21 Calibration using Alpha Group procedure and approved technicians.
. % X e
daily source checks 80%<x<120 |21/day - Performed daily/within range.
% .
local area background: Field typically < [2>1/day All local area backgrounds were within expected Ranges <10 cpm
. -110dpm :
PRECISION field duplicate measurements for TSA - [25% of real |2100% N/A
survey ~  |packages
s points . :
REPRESENTATIVENESS | MARSSIM methodology: Survey Unit | statistical NA Random w/ statistical confidence.
771033 and 771108 : . ,
Survey Maps NA NA Random measurement locations controlled/mapped to £1m.
Controlling Documents qualitative  |NA Refer to the Characterization Package (planning document) for
(Characterization Pkg; RSPs) field/sampling procedures (located in Project files); thorough
documentation of the planning, sampling/analysis process, and data
reduction into formats. '
COMPARABILITY units of measure dpnv100cm* |NA Use of standardized engineering units in the reporting of
measurement results, -
COMPLETENESS Plan vs. Actual surveys >95% NA
usable results vs, unusable >95%
SENSITIVITY detection limits TSA: <50 |all MDAs < Y2 DCGL,, per MARSSIM guidelines.
dpnv100cm’ | measures .
RA: <10
dpm/100cm?




PDSR, Building B771, Admin. Area
Rocky Flats Environmental Technology Site

Revision 0, 09/27/04

Table E-2 V&V of Beryllium Results —'B771 Admin. Area

V&V CRITERIA, CHEMICAL ANALYSES

DATA PACKAGE

Prep: NMAM 7300

LAB >

Johns Manville Corp.

BERYLLIUM METHOD: OSHA ID-125G Denver, Co. s
. RIN «--e> RIN 771-06172004- |35
QUALITY REQUIREMENTS 76-108 thru 114 ﬁ:"‘}'
Measure Frequency : COMMENTS
ACCURACY Calibrations ) o 21 ‘No qualifications significant enough to change project decisions,
Initial linear calibration i.e., classification of Type 3 facilities confirmed. All results were
wiR< 2l below associated action levels.
Continuing 80%<%R<120%
LCSMS 80%<%R<120% |21
Blanks - lab & field ) <MDL 21
) interference check std (ICP) NA NA
PRECISION Laboratory Control Sample Duplicate 80%<%R<120% |21 -
' (RPD<20%)
) field duplicate all results <RL 21
REPRESENTATIVENESS cocC Qualitative NA
hold times/preservation Qualitative NA
Controiling Documents (Plans, Procedures, Qualitative NA
maps, etc.) )
COMPARABILITY measurement units ug/100em’ NA
COMPLETENESS Plan vs. Actual samples >95% ‘INA
usable resuits vs. unusable " >95% )
SENSITIVITY detection limits MDL of
0.10ug/100cm’ all measures
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PDSR, Building B771, Admin. Area

Revision 0, 09/27/04

Rocky Flats Environmental Technology Site

Table E-3 Data Completeness Summéry ~B771 Admin. Area

ANALYTE | Building/Area | Sample Number Sample Number’ Project Decisions Comments
/Unit Planned Taken (Conclusions) & (RIN, Analytical Method, Qualifications, etc.)
(Real & QC)* (Real & QC) Uncertainty :
Beryllium B77! Admin 7 biased 7 biased No beryllium OSHA ID-125G
Area (interior) (interior) contamination found
at any location, all RIN 771-06172004-76-108 thru 114
: results below the _ ' :
2 Blanks 2 Blanks regulatory limit No results above action level (0.2ug/ 100cm?) or
investigative level (0.1ug/100cm?).
Radiological | Survey Area: 37aTSA 37aTSA No elevated Transuranic DCGLs
| AA @7- C@7- contamination at any
Survey Unit: RandonvSystematic) | Random/Systematic) | . jocation; all values
771108 and and below PDS
37 a Smears 37 a Smears . .
unrestricted release
B771 Admin 37 er- levels
. i Rand temati :
Area Random/Systematic) andom/Systematic) No result above action level
3QCTSA IQCTSA .
No result above action
level
100% scanned 100% scanned




_ PDSR, Building B771, Admin. Area

Rocky Flats Environmental Technology Site

Revision 0, 09/27/04

Table E-3 Data Completeness Summary — B771 Admin. Area

ANALYTE | Building/Area | Sample Number Sample Number Project Decisions ) Comments .
fUnit Planned Taken (Conclusions) & - (RIN, Analytical Method, Qualifications, etc.)
: - (Real & QC)* (Real & QC) Uncertainty ‘ :
Radiological | Survey Area: 15 a TSA 15aTSA No elevated Transuranic DCGLs
AA ({5~ as- contamination at any
Survey Unit: Randonv/Systematic) { Random/Systematic) location; all values
771033 and and below PDS
- 15 a Smears 15 a Smears .
: unrestricted release
B771 Admin (s - (s - levels
. m/ ti domy/Systemati
Area Rando .Systema ic) | Random/Systematic) ., No result above action level
2QC TSA 2QCTSA - _ '
No result above action
level
79% scanned 79% scanned
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Pre-Dermolition Survey Report, Building 771 Administration Building (East)
Rocky Flats Environmental Technology Site

ATTACHMENT F

Historical Review.




Area AA (B771 Admmlstratlon Area)
Historical Review
September 27, 2004

Facility ID: Building 771 Administration Area (Survey Area AA)

Anticipated Facility Type (1, 2, or 3): Type 3. Historically, this area was office space and a cafeteria, however, to
support the D&D mission of Buildings 771and 774, parts of the east section were used to house a water treatment
system to process for hydrolazing decontamination waste. Prior to D&D operatlons a release of contamination from a
radioactive source did also occur in the cafeteria area.

Physical Description: The Building 771 AA Area is the former Administration Area located on the north side of
Building 771. The west side of this building includes all of Corridor B and Offices 116, 117, 117A, 118, 119, 119A-D,
124, 125, 125A-E, 126, 126A, and 126B. ‘The east side of this building includes all of Corridor F; Offices 103, 104,
105, 105A, 105B, 107, and 109; and the former cafeteria area 110, 110A, and 110B.

Historical Operations: The Building 771 Administration Area (AA) was part of an addition to the original Building
771 that was constructed in 1966. The west side of Area AA was used for offices during building opcranons Thc east
side of Area AA housed offices and the cafeteria.

Room 110 (former cafeteria area) most recently was used to house the water treatment system used to process
hydrolazing water generated from the Building 771 decontamination efforts. Because of leaks from the system, the area
was posted and controlled as a Contamination Area and Airborne Radioactivity Area at various times.

Current Operational Status
The Building 771 Administration Building (Area AA) is no longer operational. All major equnpmcnt/plpmg and non-
load-bearing walls have been removed.

I

Contaminants of Concern

Asbestos

| The Building 771 Administration Arca (AA) was constructed in 1966, thcrefore 1he preserice of ACM was suspected. A

Certified Building Inspector performed a complete inspection of the area and sampled the suspect materials. Asbestos-
Containing Material (ACM) was identified in the following materials: .
- steam piping and components (TSI) (removed)

- drywall joint compound (removed) '

- mudded fittings on domestic water and steam condensate pxpmg (removed)

- silver-painted roof flashing (to be removed per the demolition plan)

Berylium (Be)
The Building 771 Administration Building (AA) is not an RFETS Beryllium (Be) Area, based on historical and exlstmg
classifications, and historical use.

Lead
The remaining paint in the AA area will not be removed from the substrate.

A visual inspection of Area AC by 771/774 Environmental Compliance personnel verified the absence of hazardous
waste residuals and/or stains on the floor/concrete slab, walls, or ceiling.

Although the AA Area paint was not specifically sampled and evaluated for lead, the samples collected from other areas
of Building 771 are considered representative of the expected lead levels in Area AA. Analysis of 61 paint samples
from the process areas of the 771/774 complex indicates that lead levels are below regulatory limits in paint.
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Area AA (B771 Administration Area)
‘Historical Review
September 27,2004

RCRA/CERCLA Constituents

‘| A visual inspection of Area AA by 771/774 Environmental Comphance personnel verified the absence of hazardous

waste residuals and/or stains on the floor/concrete slab, walls, or ceiling. As a result of these observances, it has been
determined that no additional sampling for RCRA/CERCLA constituents is required.

PCBs
Free-ﬂowmg or exposed PCBs have never been used or transferred in Area AA. PCB ballasts in fluorescent light
fixtures were present throughout the area, and have been removed and disposed of. PCBs may be present in some

| applied paints. Because additional paint sampling was not performcd in Area AA, and because painted surfaces remain

in the area (cinderblock and concrete walls), any pamted debris generated during demolition that is not recycled on-site
will be disposed of a PCB bulk product waste.

"Radiological Contaminants

The contaminants of concern for the 771 project, including all areas of Buildings 771 and 774, are transuranic alpha-
emitting radioisotopes (including Pu-238, Pu-239/240, Pu-242, and Am-241). Based on findings documented in
Radiological Engineering TBD-00161, Rev. 0, alpha-only surveys assure that the unrestricted-release limits for any
other isotopes that may exist in Building 771/774 will not be exceeded.

Prior to D&D operations, Area AA was considered a “cold” area, meaning that the area was not posted or controlled as a
radiological area. No radiological contamination in excess of thie unrestricted release limits was detected during
Reconnaissance Level Characterization efforts. -

A release of contamination did occur in the former cafeteria area (Room 110) when a plutonium source was dropped,
resulting in the release of low-levels of contamination on the floor of Room 110. The entire floor tile was removed and
decontamination performed following the incident.

i

The former cafeteria (Room 110) was controlled as a Contamination Area and Airborne Radioactivity Area during D&D
operations (Years 2003 and 2004) when it was used to house the hydrolazing water treatment system area. The potential
for contamination due to the release of residual radiocactivity during these processes is high.

Environmental Restoration Concerns

UBC sampling performed inside the B771 footprint has been performed. Based on the preliminary results no remedial
action is anticipated.

Additional Information
None

References

(1) B771 and B774 Hazards Characterization Report for the 771 Closure Project, dated June 12, 2001, Revision 0.

(2) Building 771/774 Cluster Closure Project Reconnaissance Level Characterization Report, dated August 8, 1998,
Revision 2,

Further Actions
Complete:the PDS process.
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Area AA (East) Media Sample Characterization Data

TRANSURANIC

SAMPLE INDIVIDUAL TOTAL
LOCATION LOCATION SITE SAMPLE D MDA | WEIGHT | SURFACE NUCLIDE ESTIMATED MDA]  (dpm/100cm?)
DESCRIPTION .| NUMBER (00N0401-) NUCLIDE pCilg (pClig) (@) AREA (in%) {dpmi100cm?) (dpm/100cm?) DCGL =100
Room 104 1 001.001 Pu-239/240] 2.260 | 0.158 | 19.00 | 26.25 56.3 3.9 /////////////////
Am-241 1.030 | 0.161 . 25.7 4,0
Room 101 2 002.001 Pu-230/240] 0.309 | 0.156 | 20.00 | 26.25 8.1 4.1 ///////////////
Wall 20 : Am-241 0.239 | 0.108 . 6.3 2.8
Room 101 3 003.001 Pu-239/240| 0.304 | 0.075 | 10.00 [ 26.25 4.0 1.0 /////////////
Wali 24 Am-241 0.062 | 0.084 0.8 1.1
Corridor F 4 004.001 Pu-230/240] 0.112 | 0.149 | 4.00 | 26.25 0.6 0.8 ///// /// A
Am-241 [.0.232 | 0.168 1.2 0.9
Corridor F 5 005.001 Pu-239/240| 0.486 | 0.149 | 10.00 26.25 6.4 2.0 //////////////
. Am-241 0.172 | 0.179 2.3 2.3
Corridor F 6 006.001 Pu-239/240] 0.141 | 0.146 | 6.00 | .26.25 1.1 1.1 ////////////////
: Am-241 0.033 | 0.080 _ 0.3 0.7
Room 105A 7 007.001 Pu-239/240| 0.059 { 0.152 | 7.00 26.25 0.5 14 //////////////
Am-241 0.000 | 0.086 0.0 -0.8
Corridor F 8 008.001 Pu-239/240] 0.945 | 0.080 | 13.00 | 26.25 16.1 1.4 % //////////
' Am-241 0.257 | 0.100 4.4 1.7 20.5 :
Room 107 9 009.001 Pu-239/240| 0.147 | 0.160 | 11.00 | 26.25 2.1 2.3 0
Floor . Am-241 0.080 | 0.148 1.2 2.1 33
Room 109 10 010.001 Pu-239/240] 0.061 [ 0.156 | 3.00 26.25 0.2 06 ////////
Floor Am-241 0.119 | 0.159 0.5 0.6
Corridor F 11 011.001 Pu-239/240] .0.479 | 0.250 |. 11.00 | 26.25 6.9 3.6 % ////
: ' Am-241 0.122 | 0.163 ’ - 1.8 2.4
Room 105A 12 012.001 Pu-239/240] 0.021 [ 0.164 | 7.00 26.25 |- 0.2 1.5 '///////////////
Am-241. 0.000 | -0.142 0.0 1.3
Room 110 13 013.001 Pu-2307240| 0.509 | 0.069 | 17.00 | 26.25 11.3 1.5 ,7///////////
Wall4 . Am-241 0.097 | 0.087 2.2 1.9
Room 1108 14 014.001 Pu-239/240] 0.110 | 0.115 | 4.00 26.25 0.6 0.6 ////////////// :
Am-241 0.068 | 0.204 | - 0.4 1.1 0.9
Room 110 15 015.001 Pu-230/240[ 0.019 | 0.149 | 11.00 | 26.25 0.3 2.1 00
Ceiling Am-241 -0.015 1 0.183 | ° ' -0.2 2.6 0.1
MIN - 0.1
MAX 81.9
MEAN 10.8
SD 20.7
DCGLy = 100
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